SCOPE OF WORK
For

Replace Refractory on Boiler

The work covered by these specifications consists of furnishing all labor, equipment, appliances,
devices and materials, and performing all operations necessary in connection with REPLACE
BOILER TUBES & REFRACTORY in Boiler #2, including removals and miscellaneous work as
herein specified and as shown, indicated, or noted on the drawings. Remove and dismantle all
items which are shown to be removed or which must be removed to complete the work. All
materials, equipment, and debris resulting from this work and not designated for reuse in new
work nor designated to be salvaged for the Government, will become the property of the
contractor and shall be removed from the work site as it accumulates. The contractor shall
properly dispose of removed materials.



